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PI =PRESSURE INDICATOR 
PT = PRESSURE TRANSMITTER 
PSHH = PRESSURE SWITCH HIGH HIGH 
PSLL = PRESSURE SWITCH LOW LOW 
LSHH = LEVEL SWITCH HIGH HIGH 
LSLL = LEVEL SWITCH LOW LOW 
LSH = LEVEL SWITCH HIGH 
LSL = LEVEL SWITCH LOW 
Tl =TEMPERATURE INDICATOR 
TT = TEMPERATURE TRANSMITTER 
FIT= FLOW INDICATING TRANSMITTER 
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PSLL-201 ALARM, PSHH-1 02 ALARM, FIT-1 01 LOW LOW ALARM, FIT HIGH HIGH ALARM -
a) ANNUNCIATE WITH RED UGHT ON CONTROL PANEL 
b) ANNUNCIATE TO REMOTE FAX MACHINE AND/OR EMAIL, PAGER, TELEPHONE 
c) DISALLOW INJECTION (CEASE PUMPING OR GRAVITY FEED TO WELL) 

LSLL-101 ALARM, LSHH-101 ALARM 
a) ANNUNCIATE WITH RED UGHT ON CONTROL PANEL 
b) ANNUNCIATE TO REMOTE FAX MACHINE AND/OR EMAIL, PAGER, TELEPHONE 
c) DISALLOW INFLOW TO TANKS T-101, T-102, OR T-103. 
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